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JTILITY NOTES:

A AREA TO BE MILLED AND RESURFACED SHALL EXTEND 5 FEET SOUTHWEST OF THE EXISTING PAVEMENT JOINT, 10 FEET PAST THE WATER TRENCH NORTHEAST, AND SOUTH
ON COLBY STREET ALL THE WAY TO THE END OF THE EXISTING Mix.

THE AREA TO OVERLAY ON THOREAU STREET WILL REQUIRE A MINMUM 5 FOOT KEYWAY AT BOTH ENDS OF THE PAVING LIMITS,

Bc PROPOSED WATER MAIN SHALL BE CONNECTED TO THE EXISTING WATER MAIN WITH A TAPPING SLEEVE AND GATE VALVE.

C. PROPOSED WATER SUPPLY SHALL BE PRESSURE TESTED AND DISINFECTED ACCORDING TO AWWA SPECIFICATIONS.

D, WATER METER SHALL BE INSTALLED ACCORDING TO TOWN WATER DEPARTMENT REQUIREMENTS,

E, LOW PRESSURE SEWER SERVICE LINE AT EACH LOT SHALL HAVE A BRONZE GATE VALVE WITH BUFFALO BOX CLEARLY MARKED SEWER AND A CHECK VALVE WITH END CAP,
F. A SEWER EXTENSION PERMIT IS REQUIRED. SEE TOWN WATER AND SEWER DEPARTMENTS FOR PERMIT APPLICATIONS AND REQUIRED FEES.

G. ALL STATE AND LOCAL PERMIT FEES MUST BE PAID BEFORE CONSTRUCTION,

H. ANY ENCOUNTERED/DISTURBED DRAIN LINES SHALL BE REPAIRED AND/OR REPLACED IN THEIR ENTIRETY,

SEE UTILITY NOTE A

CONNECT TO EXISTING
/" WATER MAN- SEE UTILITY

/ NOTE B

WATER Rtr
/ ROPOSED INVERT TO

PROPOSED DROP MANHOLE .a
STA, 1+27.50 W

PROPOSED GATE VALVE
" asseMaLy y/ CHECK

VALVE (TYP;

(SEE UTILTY NOTE E)

PROPOSED 1&"—/

HPDE SDR {1

/4 \PROPOSED U/G
WATER & SEWER
\C-2/Nes

PROPOSED INVERT TO PROPOSED
TERMINAL FLUSH MANHOLE
STA, 4+72,58

PROPOSED 6"
/_WATER LINE

PROPOSED WATER SUPPLY
6" GATE VALVE

PROPOSED PLUG TEE iy PROPOSED 1" TYPE
\ K COPPER LINE TO
PROPOSED EIRE TYPE UNIT
CURB VALVE AND Box >

PROPOSED PLUG TEE

PROPOSED WATER SUPPLY 6" GATE VALVE
(6'-10° AWAY FROM PROPOSED HYDRANT)
PROPQOSED
HYDRANT
w* S “\\\.’\
PA

|

PROPOSED INVERT TO PROPOSED
TERMINAL FLUSH MANHOLE

STA, 4+72,58

RIM: 115.81°

INV; 111,20

DROP: 109,03'

1AIL PLAN 20\ oo
SCALE; 19=20°-0" U
FROST PROOF MH, FRAME AND COVER FIN. GRADE

(CAST IRON INNER COVER W/ 2%"
HOLES) (APPROX WEIGHT 480#)

TOP SIAB—/

/ MAN+oLE

/GRAVITY SEWER

TYPICAL DROP CONNECTION /5

SCALE; NT,S. U

/rlNA GRADE
VALVE HANDLE OPERATED,

PROPOSED 1%"
HDPE SDR 11
THREADED & CAPPED WITH CHAIN
MAN HOLE STEPS (12° 0,C.%) \\
1%" 2008 WOG BRONZE DRAIN / \conzn HOLE WOTH MECHANICAL
VALVE EAL

/ S
1“ GALV, STEEL PIPE THREADED \

TO GALY. FLANGE BOLTED TO SELECTED MATERIAL

FLOOR (GALV. PIPE CLAMP ADDED
A

FOR SUPPORT) TERMINAL FLUSH CONNECTION

L PRESSURE
‘&w:R LINE 5 5T0A°

fm

FROST PROOF MH, FRAME AND COVER
(CAST IRON INNER COVER W/ 2%"
HOLES) (APPROX WEIGHT 480f)

TOP SIAB—/

2* 200§ WOG BRONZE DRAN

SCALE: N.T.S,

NOTE,

1, DESIGN IS BASED ON E/ONE PUMP & ASSEMBLY.
CONTRACTOR TO INSTALL PER MANUFACTURERS
RECOMMENDATIONS.

2, CONTRACTOR TO NOTIFY ENGINEER OF ANY
DISCREPANCIES IN FIELD.
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BUILDING

PLAN REFERENCES

N/A

1. BEARINGS BASED ON:

2. DEED REFERENCE: BOOK 10307, PAGE 79

3. PLAN REFERENCE; BOOK 52, PLAN 58

SURVEY NOTES

1. THIS PLAN IS A RESULT OF AN ON THE GROUND
INSTRUMENT SURVEY PERFORMED ON 11/21/06.

2. LOCUS LIES WITHIN FLOOD ZONE A7 AS SHOWN ON
FLOOD INSURANCE RATE MAP- TOWN OF BILLERICA,
MA - MIDDLESEX COUNTY — COMMUNTIY PANEL
NUMBER: 2501830005C - EFFECTIVE DATE; 8/5/85

3, ELEVATION DATUM IS BASED ON PLAN ENTILED
"NEW SEWAGE WORKS — CONTRACT 26" FOR THE
TOWN OF BILLERICA, MA. DATED JuLY 1990.

4, THE SECTION OF COLBY STREET WHICH THE
PROPOSED SEWER IS TO BE ADDED IS UNACCEPTED
BY THE TOWN AND THE TITLE IS UNKNOWN,
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MANUFACTURER SPECIFICATIONS

& DETAIL SHEETS

SCALE: N.T.S.

TRENCH NOTE:

1. BACKFILLING SHOULD BE DONE IN ACCORDANCE WITH
THE TOWN OF BILLERICA DEPARTMENT OF PUBLIC WORKS

RIGHT OF WAY OPENING RULES AND REGULATIONS.

SAFETY MEASUREMENTS SHALL BE IN ACCORDANCE WITH

2.
TOWN AND STATE LAW.

AW, 3 WORKING DAYS
%% BEFORE YOU DIG “&x4®

CALL TOLL FREE 888—-DIG—SAFE

One General Way
Reading, MA 01867
tel. (781) 942 0024
fax (781) 942 0551

A e-mail paul@

A |_ aerialspectrum.com
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